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GENERAL SHEET NOTES
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ELECTRICAL SITE LIGHTING PHOTOMETRIC PLAN
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CALCULATION SUMMARY

Label CalcType Avg Max Min Avg/Min Max/Min
Courtyard_Planar llluminance 1.41 18.1 0.0 N.A. N.A.
East Ramp llluminance 20.69 86.0 0.5 41.38 172.00
North - Main Entrance Area_Plan llluminance 4.57 14.7 0.7 6.53 21.00
North - Sidewalks_Planar llluminance 4.05 20.2 0.2 20.25 101.00
North Parking Lot_Planar llluminance 1.26 19.0 0.1 12.60 190.00
North Walkway_Planar llluminance 4.82 51.8 0.1 48.20 518.00
Parcel Boundary llluminance 0.06 0.5 0.0 N.A. N.A.
Sourth Drive_Planar llluminance 0.65 1.9 0.0 N.A. N.A.
South Walkway_1_South Walkwa llluminance 8.07 11.5 5.5 1.47 2.09
South Walkway_Planar llluminance 0.66 52.9 0.0 N.A. N.A.
South_East Walkways_Planar llluminance 3.80 83.4 0.0 N.A. N.A.
West Parking Lot_Planar llluminance 1.09 13.8 0.0 N.A. N.A.
West Walkway_Planar llluminance 3.68 43.9 0.0 N.A. N.A.
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EXTERIOR LIGHTING FIXTURES SHOWN ON PLAN WITH AN “-E” SUFFIX
ARE EMERGENCY EGRESS FIXTURES CONNECTED TO LIFE SAFETY
GENERATOR POWER.

EXTERIOR LIGHTING WILL BE CONTROLLED VIA PHOTOCELL ON/
TIMECLOCK OFF VIA BUILDING AUTOMATION SYSTEM.
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